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and inspection of fire protection systems.

Concealed pendent sprinklers are decorative
type sprinklers featuring a flat cover plate
designed to conceal the sprinkler operating
components above a ceiling. The cover plate is
soldered to the sprinkler's special upper support

assembly.
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CONCEALED PENDENT SPRINKLER

Operation of the sprinkler occurs when heat build up causes
the solder holding the cover plate to melt allowing the cover
plate to fall clear exposing the sprinkler operating
components. At this point the deflector, supported by the
guide pins, drops down to its operational position. Continued

Link ) ¥ heating of the exposed sprinkler operating components
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Solder Cover Since the cover plates are part of the listed sprinkler

Tab Plate assembly, missing cover plates shall be replaced.
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